In cold climates, electrical power demand for space conditioning becomes a critical issue for utility companies during certain periods of the day. Shifting a portion or all of it to off-peak periods can help reduce peak demand and reduce stress on the electrical grid. Sensible thermal energy storage (TES) systems, and particularly electrically heated floors (EHF), can store thermal energy in buildings during the off-peak periods and release it during the peak periods while maintaining occupants' thermal comfort. However, choosing the type of storage system and/or its configuration may be difficult. In this paper, the performance of an EHF for load management is studied. First, a methodology is developed to integrate EHF in TRNSYS program in order to investigate the impact of floor assembly on the EHF performance. Then, the thermal comfort (TC) of the night-running EHF is studied. Finally, indicators are defined, allowing the comparison of different EHF. Results show that an EHF is able to shift 84% of building loads to the night while maintaining acceptable TC in cold climate. Moreover, this system is able to provide savings for the customer and supplier if there is a significant difference between off-peak and peak period electricity prices.
Introduction
In cold climate, intense energy consumption periods during winter [1] compels utility providers to meet the demand with peaking power plants (usually using fossil fuel) and/or by purchasing the electricity at high prices from the market. Thus, from environmental, economical and technical (grid congestion) points of view, it is necessary to shift the peak demand to the off-peak periods.
Several techniques have been suggested for shifting peak load. One approach is to encourage users to shift their consumption themselves. Some countries implement price scales depending on the time period: peak periods (higher cost) or off-peak periods (lower cost). The goal is to financially encourage users to use electricity during off-peak periods. There are several types of price scales: with only two periods per day ("Time of use"); with a higher price only when the grid is stressed ("Critical peak pricing") or with a variable price every hour depending on the real price in the electricity market [2] . Several studies used these price scales to decrease peak consumption [3] [4] [5] .
Thus, to decrease peak period consumption, the use of storage systems, which will store energy during off-peak periods and release it during peak periods, is studied. The building envelope, central heating system, and hot water tank are already used as thermal energy storage (TES) [6] [7] [8] [9] [10] .
One approach is to use the thermal mass of the building envelope, especially in integrating the heating system in the floor assembly using a hydronic floor heating system or an electrically heated of each layer of the EHF is investigated with a parametric study. Then, the thermal comfort in the building is studied with the EHF when it is charged during the night only (off-peak period). Finally, some indicators are developed to compare the EHF with other EHF or sensible TES systems.
Materials and Methods
In this section, the methodology to integrate the EHF in TRNSYS is presented. Then, procedures to realize the parametric study, the thermal comfort examination and the adaptation of indicators are presented.
EHF in TRNSYS

Existing Methodologies for EHF in TRNSYS
TRNSYS is the abbreviation for TRaNsient SYStems simulation program. This software works with modules called "types". The types are mathematical models, in which users can choose to link inputs and outputs of different types together in order to study the performance of a system. The format of the program makes this software very flexible. Type 56 is used to study the thermal behavior of a multi-zone building [20] . This type allows the modeling of the complex behavior of a building, taking into consideration many geometric parameters (thicknesses, surfaces, positions of zones, etc.), but also weather data and occupancy schedule.
Type 56 was used to simulate a residential building. The simulation was validated with measured field data [21] . For this study, the building was modified to meet the requirements of this project: the existing heating systems (electric baseboard) were replaced by EHFs. To model the EHF in TRNSYS, two methods can be used.
The first method is the use of the wall gain: the wall gain is defined as "an energy flux to the inside wall surface". Considering that the name "wall" in TRNSYS is used whether it is positioned as an actual wall, floor or roof, the wall gain is thus analogous to simply defining a given heat flux on a surface. However, the wall gain can only be defined on the top of the surface and not within it, and consequently may change the storage system behavior.
Another possibility is to use the active layer, which is designed for hydronic floor heating systems. By choosing a high water flow rate, a constant water temperature can be assumed: it can then behave as an EHF. Nevertheless, the use of the active layer requires the determination of the relationship between the parameters of the active layer (flow, pipe diameter, pipe conductivity, water temperature, etc.) and the EHF power. Moreover, to use this type of layer, some hypotheses have to be verified [22] , which may limit the parametric study.
For this study, the wall gain method is selected, with some modifications to go beyond the presented limit.
Integration of EHF
Some modifications must be made in the floor assembly in order to use the wall gain to model the building integrated with an EHF. In an EHF, heating elements are uniformly placed within the concrete. Thus, the power is evenly distributed and the concept of constant power gain can be applied to EHF. Then, to model the heat flux, a wall gain was used. To apply this surface gain for such application, a fictitious zone was created below the room zone, as presented in Figure 1 . By having the size of the air volume of this fictitious zone infinitesimally small and assuming a high heat transfer coefficient for the fictitious zone, a perfect contact between two layers can be assumed. In addition, the perimeter heat losses were neglected since the height of the air node of the fictitious zone is very small.
This fictitious zone has one floor (connected to the ground) and one ceiling (connected to the room zone), see Figure 1 . Coupled together, these two zones represent all layers of the floor assembly. The wall gain, used as a surface gain (the EHF), is added on the upper-surface of the lower-wall (between the Floor_1 and Floor_2, see Figure 2 ) to model the wires. The total thickness of each material (insulation, concrete and plywood) is the same in the two configurations. 
Model Verification
The implementation of this model was applied to a residential building in Montreal (QC, Canada), which had been previously validated for electric baseboard with field measurement data [21] and used in previous studies [22] . To validate the model, the main consideration was to be sure that the creation of a new zone "fictitious" was done properly and the proposed wall gain approach simulates the behavior of the system accurately.
To validate the integration of the fictitious zone, the wall gain was set to zero, and electrical baseboards were used to heat the building with the same control strategy as the one used earlier [21] (operating all day as function of the indoor temperature with a set-point at 21 °C). Simulations were performed for one month (in January), for the reference building (equipped with electrical baseboards only) and the modified one (with electrical baseboards and with the EHF structure with the wall gain set to 0). The energy consumption of the two heating systems were then compared in calculating the Normalized Mean Bias Error (NMBE). Details on the calculation of this statistical index are accessible on the ASHRAE Guideline 14-2014 [23] . Results are presented in Table 1 . The passive EHF model is shown not to have adversely affected the building performance. To validate the assumption of perfect contact between the two concrete layers, the temperature on the bottom of Floor_1 was compared to the temperature on the top of Floor_2 (see Figure 2 ). These temperatures are outputs of TRNSYS. The temperature difference between the upper side of Floor_2 and the lower side of Floor_1 was calculated for 10 days, and only the last eight days were taken for analysis (to ignore the initial condition effect): results showed a NMBE of less than 1%.
Finally, Olsthoorn et al. [24] modeled the same EHF using 2D finite-element analysis. Their results are very close to the 1D TRNSYS model results presented in this paper: the predicted temperature at the heating cable height from the TRNSYS model was 32.38 °C, when the average temperature on the 2D model of was 31. 
To validate the integration of the fictitious zone, the wall gain was set to zero, and electrical baseboards were used to heat the building with the same control strategy as the one used earlier [21] (operating all day as function of the indoor temperature with a set-point at 21˝C). Simulations were performed for one month (in January), for the reference building (equipped with electrical baseboards only) and the modified one (with electrical baseboards and with the EHF structure with the wall gain set to 0). The energy consumption of the two heating systems were then compared in calculating the Normalized Mean Bias Error (NMBE). Details on the calculation of this statistical index are accessible on the ASHRAE Guideline 14-2014 [23] . Results are presented in Table 1 . The passive EHF model is shown not to have adversely affected the building performance. To validate the assumption of perfect contact between the two concrete layers, the temperature on the bottom of Floor_1 was compared to the temperature on the top of Floor_2 (see Figure 2 ). These temperatures are outputs of TRNSYS. The temperature difference between the upper side of Floor_2 and the lower side of Floor_1 was calculated for 10 days, and only the last eight days were taken for analysis (to ignore the initial condition effect): results showed a NMBE of less than 1%.
Finally, Olsthoorn et al. [24] modeled the same EHF using 2D finite-element analysis. Their results are very close to the 1D TRNSYS model results presented in this paper: the predicted temperature at the heating cable height from the TRNSYS model was 32.38˝C, when the average temperature on the 2D model of was 31.11˝C. Similarly, results of the 2D model show a difference in the floor surface temperature in comparison with the TRNSYS model of approximately 1˝C. Moreover, the hypothesis of an isothermal floor surface was validated.
Simulation
Simulations were performed on a reference residential building [21] . The modeled building was built in the 1960s, and has a basement and a first floor, Figure 3 . The EHF was implemented in the first floor, which is then connected to the ground (the basement was removed to simulate a one-story building for this study). The building is located in Montreal (QC, Canada), with outdoor temperatures varying between´27˝C and 1˝C in January. Moreover, the hypothesis of an isothermal floor surface was validated.
Simulations were performed on a reference residential building [21] . The modeled building was built in the 1960s, and has a basement and a first floor, Figure 3 . The EHF was implemented in the first floor, which is then connected to the ground (the basement was removed to simulate a one-story building for this study). The building is located in Montreal (QC, Canada), with outdoor temperatures varying between −27 °C and 1 °C in January. The ground temperature below the EHF was calculated using the Type 1244 [25] . To be able to consider the ground temperature without any initial condition, some simulations were performed for a two-year time period. Thus, results from the second year only were implemented. These results, as function of the insulation thickness on the bottom, are presented in Figure 4 . They show that the floor heating system heats the surrounding ground, particularly when the insulation thickness is low. The convective heat transfer coefficient of the floor heating system was set equal to 3.05 W/m 2 •K [26] . To calculate the radiative heat transfer, TRNSYS considers the emissivity of surfaces (0.9 in this study). Then, the radiative heat transfer is distributed proportionally at the surfaces. The floor assembly of the EHF consists of five layers ( Figure 5 ). Table 2 gives the thermo-physical properties of the materials. All the following simulations were carried out throughout the month of January. Ground Temperature (°C)
Hours of the second year 7 .5cm 10cm 12.5cm 15cm 17.5cm 20cm The ground temperature below the EHF was calculated using the Type 1244 [25] . To be able to consider the ground temperature without any initial condition, some simulations were performed for a two-year time period. Thus, results from the second year only were implemented. These results, as function of the insulation thickness on the bottom, are presented in Figure 4 . They show that the floor heating system heats the surrounding ground, particularly when the insulation thickness is low. Finally, Olsthoorn et al. [24] modeled the same EHF using 2D finite-element analysis. Their results are very close to the 1D TRNSYS model results presented in this paper: the predicted temperature at the heating cable height from the TRNSYS model was 32.38 °C, when the average temperature on the 2D model of was 31.11 °C. Similarly, results of the 2D model show a difference in the floor surface temperature in comparison with the TRNSYS model of approximately 1 °C. Moreover, the hypothesis of an isothermal floor surface was validated.
Simulations were performed on a reference residential building [21] . The modeled building was built in the 1960s, and has a basement and a first floor, Figure 3 . The EHF was implemented in the first floor, which is then connected to the ground (the basement was removed to simulate a one-story building for this study). The building is located in Montreal (QC, Canada), with outdoor temperatures varying between −27 °C and 1 °C in January. The ground temperature below the EHF was calculated using the Type 1244 [25] . To be able to consider the ground temperature without any initial condition, some simulations were performed for a two-year time period. Thus, results from the second year only were implemented. These results, as function of the insulation thickness on the bottom, are presented in Figure 4 . They show that the floor heating system heats the surrounding ground, particularly when the insulation thickness is low. The convective heat transfer coefficient of the floor heating system was set equal to 3.05 W/m 2 .K [26] . To calculate the radiative heat transfer, TRNSYS considers the emissivity of surfaces (0.9 in this study). Then, the radiative heat transfer is distributed proportionally at the surfaces. The floor assembly of the EHF consists of five layers ( Figure 5 ). Table 2 gives the thermo-physical properties of the materials. All the following simulations were carried out throughout the month of January. The convective heat transfer coefficient of the floor heating system was set equal to 3.05 W/m 2¨K [26] . To calculate the radiative heat transfer, TRNSYS considers the emissivity of surfaces (0.9 in this study). Then, the radiative heat transfer is distributed proportionally at the surfaces. The floor assembly of the EHF consists of five layers ( Figure 5 ). Table 2 gives the thermo-physical properties of the materials. All the following simulations were carried out throughout the month of January. 
Study of the Performance of an EHF
The residential building was modeled in TRNSYS to study the performance of the EHF system for load management in a cold climate with a time step of 5 min. The peak period is from 6:00 a.m. to 8:00 p.m. The EHF is heated from 8:00 p.m. to 6:00 a.m. at rate of 120 W/m 2 , and the heater is turned off when the Floor Surface Temperature (FST) exceeds 28 °C or when the operative temperature is higher than 24 °C.
Parametric Study
Extensive simulations were carried out to study the impact of the floor assembly on the EHF system performance, see Figure 5 . In this study, the impact of the insulation thickness on the bottom, the concrete thickness below the wires, the concrete thickness above the wires, and the insulation thickness on the top (between the concrete and the floor covering) on the performance of the EHF are studied by modifying one thickness at a time. For this last parametric study, the idea to add an insulation layer on the top of the concrete layer is to investigate the possibility to store more energy in allowing higher concrete temperatures. The simulation was done for the month of January. Results were compared with the reference case ( Figure 5 ), and the simulation results were analyzed in terms of energy consumption, floor surface and room temperatures, as presented in Table 3 . 
Study of the Performance of an EHF
The residential building was modeled in TRNSYS to study the performance of the EHF system for load management in a cold climate with a time step of 5 min. The peak period is from 6:00 a.m. to 8:00 p.m. The EHF is heated from 8:00 p.m. to 6:00 a.m. at rate of 120 W/m 2 , and the heater is turned off when the Floor Surface Temperature (FST) exceeds 28˝C or when the operative temperature is higher than 24˝C.
Parametric Study
Extensive simulations were carried out to study the impact of the floor assembly on the EHF system performance, see Figure 5 . In this study, the impact of the insulation thickness on the bottom, the concrete thickness below the wires, the concrete thickness above the wires, and the insulation thickness on the top (between the concrete and the floor covering) on the performance of the EHF are studied by modifying one thickness at a time. For this last parametric study, the idea to add an insulation layer on the top of the concrete layer is to investigate the possibility to store more energy in allowing higher concrete temperatures. The simulation was done for the month of January. Results were compared with the reference case ( Figure 5 ), and the simulation results were analyzed in terms of energy consumption, floor surface and room temperatures, as presented in Table 3 . The thermal comfort provided by the EHF is estimated using the predicted percentage of dissatisfied (PPD) and the predicted mean vote (PMV) indexes (EN ISO 7730 [27] ). These are the outputs of TRNSYS simulation. A clothing factor of 1 clo, a metabolic rate of 1.1 met and a relative air velocity of 0.1 m/s are considered. Median, minimal, maximal and (10th-90th) percentile range of the PPD and PMV are evaluated for each zone of the building.
Adaptation of Indicators for Sensible Thermal Storages
A large variety of thermal storage systems are available for residential buildings [28] . However, it is not easy to compare them and evaluate the most efficient storage system due to the variety of building types, the weather, etc. Some indicators such as the charged shelf life have been used [29] [30] [31] .
To be able to completely understand the advantages and shortcomings of each possibility, some indicators are presented. Although most of the definitions can be extended to daily sensible thermal storages, only EHFs are discussed in this paper. Indicators have to be calculated in terms of the average for at least one month of N d days. To compare results, they have to be calculated based on the same building. Results of the building with an EHF (Case 1-with storage) and of the same building heated by electric baseboards (Case 2-without storage) are used.
Energy Storage Density-ESD (kWh/m 3 )
The energy storage density identifies the storage system capacity, considering the properties of the storage material and the temperature difference between the minimal storage temperature and the maximal temperature of the storage material.
where C p and ρ are the specific heat and density of storage media (see Table 1 ). For this study, the room temperature is considered as the minimal storage temperature (calculated from average operative temperatures for Case 2), and the maximal storage temperature is considered as the average temperature of the slab when the FST is at 28˝C (30.5˝C for Case 1).
Payback Period-N PB (Years)
The payback period shows the required number of years to have a financially profitable system.
where:
where ‚ c ini 1 and c om_1 are respectively the initial cost and maintenance cost of the system with storage ‚ c om_2 is the maintenance cost of the system without storage ‚ c e o f f peak and c e peak are the energy prices during off-peak and peak, respectively, ‚ E o f f peak_1 and E o f f peak_2 are the consumption during off-peak periods per day respectively with storage system and without storage system ‚ E peak_1 and E peak_2 are the consumption during peak periods per day respectively with storage system and without storage system ‚ E tot_1 and E tot_2 are the total consumption for space heating for N d days respectively with storage system and without storage system, and ‚ CES 1 and CES 2 are the average energy price for N d days with storage system and without storage system, respectively.
Depending on the availability of the data and the goal of the study, some parameters may be considered differently:
‚
For the consumption of the heating system for one year without the storage system (E tot´2 year ), historical data may be used to define the consumption of the system without storage in the case of an existing building.
In Equation (2), only the initial cost of the heating system associated with storage is considered. That means most of the installations are for retrofitted buildings. For a new building, the price difference between the price of the heating system with storage and the price of the heating system without storage may be considered.
‚ Energy costs during peak and off-peak periods may be the cost for customers or for the supplier, depending if the study is done on the potential savings for the customer or for the supplier.
In this study, the maintenance costs of the system with storage and without storage are considered equal. Moreover, in this study, the calculation of the ratio between peak and off-peak energy consumption has been done only for January, the critical period for space heating period. Finally, the reference building, with electric baseboards and with a set-point of 21˝C, had a total energy consumption of 81.7 kWh/day, with 55% of the consumption during the day.
Energy Conversion Efficiency-η [-]
The energy conversion efficiency is one of the most important indicators: it is the ratio of the useful output (the building demand during the discharging time) of a system to the input (the required energy consumption during the charging time). The complexity of efficiency definition is to define what the input is. In particular, for a storage system coupled with a heating or cooling systems, two different efficiencies can be defined: the efficiency of the storage system itself, and the efficiency of the whole system, from the heating/cooling system to the delivery system including the storage system, see Figure 5 .
Ma et al.
[32] provides three definitions of the efficiency for a sensible thermal storage (hot water tank): the storage fraction, which represents the usable portion of the heat stored (with a tank for example, a portion of the fluid cannot be used); the first law efficiency, which defines the ratio of the actual energy discharged to the stored thermal energy, taking into account losses; and the second law efficiency is the exergy definition, taking losses and potential ineffectiveness of a part of the storage system into account.
The choice of a storage material also depends on the heating system type. For example, with a floor heating system embedded in concrete, the storage system is the concrete. However, the profitability of the whole system depends on the heating system (electric or hydronic, water heated by solar panels or electricity, etc.). Then, to be able to compare the energy conversion efficiency of various storage systems, the heating system type must also be considered. Efficiencies of each component of a heating system with a storage system are presented in Figure 6 . In this case study, η is set equal to 1 because 100% of the electric energy is converted to thermal energy. Then, 100% is stored in the concrete (η = 1). The storage system has some losses to the ground, with η Thermal energy loss to the ground is calculated for the month of January using the output QCOMO of TRNSYS considering losses during both charging and discharging periods. QCOMO gives the total energy losses [33] . The slab temperature at the end of the month is equal to the temperature at the beginning of the month: there is no accumulated energy. η is equal to 1 when 100% of the stored energy that is not lost to the ground is delivered to the room.
Charge/Discharge Ratio-CDR [-]
The charge/discharge ratio (CDR) is an important factor for load management. In the case of an EHF, because (heat production-storage-emissions) are in the same system, the CDR can be defined for the EHF by itself.
Depending on what is desired, for the same amount of stored energy, some storage energy systems are able to release a large amount of energy in a short period of time, while others release it during a longer period of time. To characterize this particularity, a charge/discharge ratio is proposed. This means, a system with a high CDR allows the shifting of short peak periods with high peaks while a lower CDR allows the shifting of longer peak period with lower peaks. For a night-control strategy, a low CDR is required.
CDR = CT/DT (6)
Considering the maximal electrical power of the heating system and V the volume of the storage system, the charging time is considered as the duration (per day) needed to completely charge the system. It can be estimated as follows: η η
It is more complicated to define the discharging time. In fact, as a capacitor, the discharge power of a sensible thermal storage system decreases exponentially with the decrease of the temperature difference. The electrical network analogy is used to calculate the discharge time (DT). In this study, 90% is selected to characterize the discharge time:
where R and C are defined as: Therefore, with a simple control strategy, the energy conversion efficiency of a heating system with storage can be defined as:
η " E delivered to the room E consumed by the heating system " η 1ˆη2ˆη3ˆη4 (5) In this case study, η 1 is set equal to 1 because 100% of the electric energy is converted to thermal energy. Then, 100% is stored in the concrete η 2 = 1). The storage system has some losses to the ground, with
E delivered to the storage system´L oss to the ground E delivered to the storage system Thermal energy loss to the ground is calculated for the month of January using the output QCOMO of TRNSYS considering losses during both charging and discharging periods. QCOMO gives the total energy losses [33] . The slab temperature at the end of the month is equal to the temperature at the beginning of the month: there is no accumulated energy. η 4 is equal to 1 when 100% of the stored energy that is not lost to the ground is delivered to the room.
Charge/Discharge Ratio-CDR [-]
CDR " CT{DT
Considering the maximal electrical power of the heating system pP max q Heating syst pkWq and V the volume of the storage system, the charging time is considered as the duration (per day) needed to completely charge the system. It can be estimated as follows:
CT "
ESDˆVˆη 1ˆη2 pP max q Heating syst
where R and C are defined as:
where h is the total heat transfer coefficient. The value is defined as 11 W/m 2¨K [34-36]. Table 4 shows that the maximal FST, the FST at 8:00 p.m., and the maximal operative temperature increase as a function of the insulation thickness. With the increase of the insulation thickness, heat loss to the ground decreases: a higher proportion of the heat flux ends up in the room resulting in an increase in the maximal FST and the operative air temperature. For that same reason, the maximal FST and operative air temperature appear earlier, and the operative temperature stays above 20˝C for a longer period of time. Finally, the energy consumption decreases significantly as the insulation thickness increases. Hence, a thicker layer of insulation between the ground and the concrete layer is desirable for an EHF. Table 5 shows that several parameters (Daytime of the T floor_surf max, FST-at-8:00 p.m., Daytime of operative temperature above 20˝C, the energy consumption and the maximal operative temperature) can be considered as constant between 8 and 14 cm of concrete on the bottom of the EHF (with a constant 10 cm of concrete on the top of the EHF). Thus, having a concrete thickness below the EHF higher than 8 cm (total concrete thickness of 18 cm) does not improve the performance of the thickness. Table 5 also indicates that between concrete thickness of 2 and 8 cm on the bottom, the maximal FST decreases while the FST-at-8:00 p.m. increases, the maximal FST and operative temperature appear later, and the duration with a good TC is extended: the storage capacity has increased. Thus, between 2 and 8 cm of concrete on the bottom, one can observe a slight improvement of the performance of the system (for example, the period of time with an operative temperature staying above 20˝C is increased of more than one hour). This is due to an increase of the storage capacity of the system. Thus, one can conclude that a small increase of the concrete thickness increases the storage capacity, and thus provides the required TC for a longer period of time. However, from 8 cm, it appears that, with already 10 cm of concrete layer on the top of EHF, increasing the concrete thickness below the EHF does not impact the system performance.
Results
Parametric Study
Insulation on the Bottom
Concrete on the Top
Further simulations were performed to investigate the impact of the thickness of the upper (screed) layer of concrete on the thermal behavior of the building. Table 6 shows that as the concrete thickness on the top increases, the maximal operative temperature and the FST-at-8:00 p.m. increase. Moreover, the maximal FST, the maximal operative temperature and the drop of the operative temperature above 20˝C appears significantly later. In fact, with the increase of the concrete thickness, a higher amount of energy is stored and released. Finally, the increase of the concrete thickness increases the energy consumption until provide enough energy to have an acceptable TC (operative temperature higher than 20˝C until the end of the peak period from 6 cm of concrete). In summary, the screed layer thickness has an important effect on the EHF performance. It allows more energy to be stored thus provides a longer period of acceptable TC for the occupants. To compare the two concrete layers, the case with 4 cm of concrete on the bottom (and 10 cm on the top) and the case with 12 cm of concrete on the top (and 2 cm of concrete on the bottom) are compared. The results are really close. Thus, the concrete thickness has a significant impact on the performance, not the position of the concrete regarding the EHF.
Insulation on the Top
In this part, a thin layer of insulation on the top (between the concrete and the floor covering) is considered to study the possibility to increase the concrete temperature. Table 7 shows a decreasing of the maximal FST, the maximal operative temperature, and the duration over the day with an operative temperature above 20˝C when the thickness of the insulation is increased. In addition, the electrical energy consumption increases with the insulation thickness. This is mainly because as insulation thickness on the top increases, the proportion of heat loss to the ground increases. Thus, the occupants' TC decreases significantly. Table 7 also shows that the electrical energy consumption does not increase between 4 and 5 cm, because the EHF has been already 100% charged during the night. 
Thermal Comfort
Total Night-Control Strategy
Concerning the thermal comfort, the PPD and PMV are studied for the reference case ( Figure 5 ). To visualize the results, Figure 7 shows the minimal and maximal (black limits), the median (in grey) and the 10th and 90th percentile (the box) for PMV and PPD. 
Thermal Comfort
Total Night-Control Strategy
Concerning the thermal comfort, the PPD and PMV are studied for the reference case ( Figure 5 ). To visualize the results, Figure 7 shows the minimal and maximal (black limits), the median (in grey) and the 10th and 90th percentile (the box) for PMV and PPD. Figure 7a , showing the PPD results, allows to observe important differences between zones. The zone facing south (Zone 2) and zones with low thermal losses keep an acceptable thermal comfort (90th percentile below 10%). However, zones 1, 4 and 6 have some comfort issues. To understand these results, PMV are presented in Figure 7b . Results show that the dissatisfaction in zone 1, 4 and 6 is due to an underheating of these zones (PMV almost always negative, and sometimes below −1). Moreover, in the zones facing south (2 and 3), a slight over-heating may be observed.
Thus, the thermal comfort is not acceptable in all zones with a night-running strategy. Thus, to assure the thermal comfort of occupants in these zones, allowing the EHF to heat during the day in these zones is obligatory.
(a) (b) Figure 7 . Median, minimal, maximal and (10th-90th) percentiles of: (a) the PPD (predicted percentage of dissatisfied); and (b) the PMV (predicted mean vote) for each zone for the month of January.
Partial Night-Control Strategy
The system is now allowed to heat zones 1, 4 and 6 when their operative temperature is below 23 °C between 9:30 a.m. and 4:00 p.m. Results in terms of thermal comfort are presented in Figure 8 . , showing the PPD results, allows to observe important differences between zones. The zone facing south (Zone 2) and zones with low thermal losses keep an acceptable thermal comfort (90th percentile below 10%). However, zones 1, 4 and 6 have some comfort issues. To understand these results, PMV are presented in Figure 7b . Results show that the dissatisfaction in zone 1, 4 and 6 is due to an underheating of these zones (PMV almost always negative, and sometimes below´1). Moreover, in the zones facing south (2 and 3) , a slight over-heating may be observed.
The system is now allowed to heat zones 1, 4 and 6 when their operative temperature is below 23˝C between 9:30 a.m. and 4:00 p.m. Results in terms of thermal comfort are presented in Figure 8 . Figure 8 shows that the 90th percentile of the PPD stays below 10% for all the zones. Moreover, the (10th-90th) percentiles range of the PMV stay between −0.5 and 0.5 in all the zones. Thus, it can be concluded that the thermal comfort of this system is acceptable for occupants.
The possibility of heating between 9:30 a.m. and 4:00 p.m. in three zones lead to 84% of the total energy consumption during the night and 16% between 9:30 a.m. and 4:00 p.m. (with a total energy consumption per day of 99.68 kWh). This scenario will be used later in this paper. As discussed, the bottom insulation thickness is an important factor for a floor heating system and can result in significant energy savings. However, it can be difficult to decide to increase this layer thickness due to the initial cost. Then, a system with a thicker insulation layer in comparison with the reference case is studied. Two scenarios are considered: one with a low insulation thickness (10 cm of XPS − R = 2.5 m 2 ·K/W-Reference case) and the other with a high insulation thickness (20 cm of XPS − 5 m 2 ·K/W). Table 8 gives the required inputs for this evaluation. The peak and off-peak electricity prices are considered equal. Results are presented in Table 9 . The ESD is the same for the two configurations since the Figure 8 shows that the 90th percentile of the PPD stays below 10% for all the zones. Moreover, the (10th-90th) percentiles range of the PMV stay between´0.5 and 0.5 in all the zones. Thus, it can be concluded that the thermal comfort of this system is acceptable for occupants.
The possibility of heating between 9:30 a.m. and 4:00 p.m. in three zones lead to 84% of the total energy consumption during the night and 16% between 9:30 a.m. and 4:00 p.m. (with a total energy consumption per day of 99.68 kWh). This scenario will be used later in this paper.
Indicators
Comparison of the Two Systems
Indicators previously defined are calculated for the reference case of the EHF. However, these indicators are useful to compare systems with each other.
As discussed, the bottom insulation thickness is an important factor for a floor heating system and can result in significant energy savings. However, it can be difficult to decide to increase this layer thickness due to the initial cost. Then, a system with a thicker insulation layer in comparison with the reference case is studied. Two scenarios are considered: one with a low insulation thickness (10 cm of XPS´R = 2.5 m 2¨K /W-Reference case) and the other with a high insulation thickness (20 cm of XPS´5 m 2¨K /W). Table 8 gives the required inputs for this evaluation. The peak and off-peak electricity prices are considered equal. Results are presented in Table 9 . The ESD is the same for the two configurations since the thickness of the concrete remains the same. Moreover, since the increase of the insulation thickness reduces losses to the ground, the energy conversion efficiency increases and the CDR decreases, this means the discharging time increases. One can observe that both are low: the discharging time of an EHF may be two times longer than the charging time, what is suitable for a night-running EHF. However, it is not possible to calculate a payback period. In fact, electricity prices for off-peak and peak periods have been considered equal (as it is in Quebec). Thus, because an EHF consumes more energy than electric baseboards, the system will never be financially profitable without a time-of-use rate is not financially profitable. It is necessary to conduct an economic analysis to study the conditions needed to have a profitable system.
Economic Analysis
Considering the economic point of view, an EHF suffers from two issues: the initial cost of an EHF is important, and it can increase the electrical energy consumption due to heat losses to the ground. In addition to studying the thermal comfort or the peak shaving of the system, an economic feasibility analysis is required both from the point of view of the customer or the supplier.
The focus of this study is on the load management due to an EHF. Then, from an economical point of view, the customer and the supplier may both benefit from the peak shifting.
In fact, as it was discussed previously, from the customer point of view, a time-of-use tariff is available in many countries, differentiating peak periods (higher cost) and off-peak periods (lower cost). On the other hand, from the supplier point of view, peak periods lead to an increase of the electricity production cost. Then, the shift of a part of the consumption will provide financial savings for the supplier.
Due to the shift of the consumption from peak periods to off-peak periods, the greatest the difference between off-peak and peak electricity prices is, the more financially profitable the EHF is. To study the financial profitability of the EHF, the peak electricity price is calculated as a function of the off-peak electricity price from Equations (2) to (4) to have a payback amount per year equal to 0 (Equation (10)). A payback period of 15 years is considered.
In the case of the studied EHF, Equation (11) is obtained, and results are presented in Figure 9 .
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1.6211 0.1742 (11) Off-peak electricity price ($/kWh) Figure 9 . Minimal peak electricity price in function the off-peak electricity price to have a payback period of 15 years. Equation (10) can be considered from the customer point of view in considering the electricity tariff, or for the supplier considering production costs. One can observe that the required peak/off-peak electricity price ratio decreases when the off-peak price increases. In fact, when the electricity price is higher, savings will be higher for the same peak/off-peak electricity ratio: a lower ratio between peak and off-peak electricity prices is required to have a profitable system.
Because of the initial cost of the system, the difference has to be important. However, in countries with high electricity price, the required ratio may be less than 3. For example, for residential buildings, the average electricity price in Massachusetts (US) is higher than 0.20 $/kWh. Thus, proposing an off-peak electricity price of 0.15 $/kWh and a peak electricity price of 0.42 $/kWh will allow to decrease at the same time bills of customers and peak period consumption for the supplier.
Discussion
The thermal comfort study showed that a complete night-control strategy was not possible in half of the zones (depending on the amount of external walls and their orientation). Thus, it was proven that an acceptable thermal comfort was achieved with only 16% of the energy consumption during the day (only between 9:30 a.m. and 4:00 p.m.). However, results show an overheating of some zones at some times during the day. In fact, the stored energy amount is not always required, involving overheating, especially in the zones facing the south. Then, using a different control strategy, which takes into consideration the amount of energy required for the next day in conjunction with the weather prediction, is required to improve the thermal comfort. Moreover, it is important to notice that, if the used building is representative of the dwellings in Quebec, results are situational to the example. Studies on different types of buildings are required draw conclusions about the feasibility of a night-control strategy for an EHF in cold climate.
Especially for the EHF, the payback period is an important indicator. Even if an EHF may have some financial issue (considering the initial cost and the increase of the consumption) it shows that the system may be financially profitable for both customer and supplier thanks to the shift in consumption. The economic viability depends on the off-peak electricity price/cost and the difference between it and the peak electricity price/cost. It is important to notice that this definition gives a conservative result of the real payback amount, since the simulation was only done during the month of January, one of the months with the highest heating loads. Then, for milder months, because the required energy is lower, a higher percentage of this amount may be stored in comparison to January. If a higher precision is required, instead of analyzing one month to determine the amount of energy consumed respectively during peak and off-peak periods, the analysis can be carried out for the entire year. Moreover, in this study, the cost of a system without storage is not considered, giving a conservative result of the real payback period. However, the maintenance cost of the system is ignored.
Conclusions
This paper investigates the performance in using an EHF to shift electrical loads from peak periods to off-peak periods in a cold climate. To perform the simulations, a method to implement an EHF in TRNSYS is developed and validated. Then, an EHF is implemented in a typical residential house, without a basement. Parametric studies were performed, thermal comfort was studied and indicators were defined to investigate the effect of the floor assembly on the EHF performance.
Results of the parametric study show that the insulation layer on the bottom of the floor assembly decreases heat loss to the ground, and may allow reducing the concrete layer thickness with the same TC. For the concrete layers, whether the concrete is below or above the wires, a significant impact on the system performance was evaluated, allowing to store energy and to keep an acceptable TC during the day when the heating system is off. A total concrete thickness thicker than 18 cm will not improve the performance of the system. Finally, having an insulation thickness on the top of the assembly stops the heat transfer to the room, thus increases heat loss to the ground.
Results show that the night-running EHF provides acceptable thermal comfort in half of zones. Finally, the thermal comfort was satisfied in all zones with 84% of the consumption during the night and without any consumption during early morning and evening. Nevertheless, slight overheating in some zones may appear. To solve this issue, a control taking into consideration weather prediction has to be studied.
Finally, four indicators were proposed to provide the required information for a heating system with a sensible thermal energy storage system. Moreover, concerning the application on the EHF, results show that an EHF is financially profitable if the peak/off-peak price ratio is high enough.
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Abreviations
The following abbreviations are used in this manuscript: Energy prices during off-peak ($/kWh) c e peak Energy prices during peak ($/kWh) c ini_1
CDR
Initial cost of the heating system with storage ($) c om_1
Operational and maintenance costs of the heating system with storage ($) c om_2
Operational and maintenance costs of the heating system without storage ($) CES 1 Average energy price for N d days with storage system ($/kWh) CES 2 Average energy price for N d days without storage system ($/kWh) E o f f peak_2
Consumption during off-peak periods with storage system per day (kWh/day) E o f f peak_1
Consumption during off-peak periods without storage system per day (kWh/day) E peak_2
Consumption during peak periods without the storage system per day (kWh/day) E peak_1
Consumption during peak periods with the storage system per day (kWh/day) E tot_2
Consumption for space heating for N d days without the storage system (kWh/day) E tot_1
Consumption for space heating for N d days with the storage system (kWh/day) E tot´2 year Consumption for space heating for one year without the storage system (kWh/year) E tot´1 year Consumption for space heating for one year with the storage system (kWh/year) 
